AT VERGE TILES BEDDED IN MORTAR
TO OVERHANG GABLE BY 50mm.

EXTRACTOR FAN 10ACH/hr.
60 LITRES/SEC. DISCHARGE.

LARCH SHIPLAP BOARDING

END ELEVATION
(DECKING OMITTED)

|
e

END ELEVATION
(DECKING SHOWN)

DECKING TO BE STAINED WITH RONSEAL HEAVY
DUTY COUNTRY OAK DECKING STAIN

NOTES

ALL ELECTRICAL WORK IS TO BE DESIGNED, INSTALLED, INSPECTED AND TESTED IN ACCORDANCE

WITH BS 7671 (l.E.E. WIRING REGULATIONS 17TH EDITION). THE WORKS ARE TO BE UNDERTAKEN BY

AN INSTALLER REGISTERED UNDER A SUITABLE ELECTRICAL SELF—CERTIFICATION SCHEME, OR ALTERNATIVELY
BY A SUITABLY QUALIFIED PERSON, WITH A CERTIFICATE OF COMPLIANCE PRODUCED BY THAT PERSON TO
BUILDING CONTROL ON COMPLETION OF THE WORKS.

CENTRAL HEATING TO BE IN ACCORDANCE WITH CLIENTS REQUIREMENTS.

ALL NEW RADIATORS TO BE FITTED WITH SUITABLE THERMOSTATIC VALVES, & PIPEWORK SUITABLY INSULATED.
USE SUITABLE SAFETY GLAZING IN ‘CRITICAL AREAS’ TO BS 6206 1981

1/20 OF FLOOR AREA RAPID VENTILATION TO ALL HABITABLE ROOMS

ROOF:

INTERLOCKING CONCRETE ROOF TILES. ANTHRACITE DOUBLE ROMAN

ON 50mm X 25mm BATTENS.

ON TYVEK SUPRO UNDERLAY ON 47 x 150 RAFTERS C16 @ 400mm CRS.
PITCH 22.5 DEGREES.

BIRDSMOUTH OVER 100mm X 50mm WALLPLATE,

WITH 50mm CELOTEX GA4000 BETWEEN RAFTERS & 70mm UNDER RAFTERS,
WITH 12.5mm PLASTERBOARD SKIM FINISH, ATTACHED TO 25mm DEEP COUNTER
BATTENS TO CREATE AIR SPACE.

(U-VALUE ACHIEVED MAXIMUM 0.18 W/m?K)

WALLS:

20mm LARCH SHIPLAP BOARDING ON 38mm x 25mm BATTENS AT 600mm CTS.

ON BUILDING PAPER TO BS 4016. ON 9.5mm PLY SHEATING

WITH 85mm THK. KINGSPAN KOOLTHERM K12 WITHIN 125mm x 50mm TIMBER STUDS @ 600mm CTS.
VISQUEEN VAPOUR CHECK 500 GAUGE. 12.5mm PLASTERBOARD AND SKIM.

(U-VALUE ACHIEVED MAXIMUM 0.28 W/m?*K)

TO BE DESIGNED, MANUFACTURED AND SUPPLIED BY SPECIALIST.
WITH ALL CALCS. SUPPLIED TO LOCAL AUTHORITY BUILDING CONTROL.

SUSPENDED TIMBER FLOOR:

22mm THICK FLOORING WEYROC ON 50mm X 150mm JOISTS C16 @ 400mm CRS.

WITH 65mm THK. KINGSPAN TF70 INSULATION BETWEEN THE JOISTS. (U—VALUE ACHIEVED MAXIMUM O.MNE\BM K)
SUPPORTED ON BATTENS. JOISTS SUPPORTED BY 103mm HONEYCOMBED SLEEPER WALLS. WITH DPC UNDER
100mm x 50mm WALL PLATE. WITH 100mm SITE CONCRETE ON DPM LINKED TO DPC IN BLWK. ON

50mm SAND BLINDING ON 150mm WELL COMPACTED HARDCORE.

DRAINAGE:

KITCHEN WASTES TO A BIG VIA. DEEP SEAL TRAP.

BATHROOM WASTES TO S.V.P. VIA. DEEP SEAL TRAPS. PROVIDE RODDING ACCESS.

ALL NEW INTERNAL PIPES ON EXTERNAL WALLS TO HAVE APPROVED INSULATION.

ALL NEW DRAINS TO BE 100mm DIA. APPROVED UNDERGROUND P.V.C. FLEXIBLY

JOINTED WITH 150mm SURROUND GRANULAR FILL.

ALL NEW DRAINS TO HAVE MIN. 1:40 GRADIENT

THE DEPTHS OF THE FOUNDATIONS WILL BE GENERALLY 750mm TO THE BOTTOM

OF THE FOUNDATION, AND SHALL BE DETERMINED BY THE PROXIMITY OF UNDERGROUND
DRAINAGE OR THE PRESENCE OF TREES AND VEGETATION. FOUNDATIONS SHALL BE
PLACED BELOW THE LEVEL OF ADJACENT DRAINS. WHERE TREES OR MAJOR VEGETATION
EXIST NEAR THE EXCAVATIONS THEN THE FOUNDATION DEPTH WILL BE CALCULATED USING
A RECOGNISED GUIDE TO ESTABLISH THE POTENTIAL FOR THE DAMAGE DUE TO ROOT ACTIVITY,
AND TO ALLOW FOR SEASONAL GROUND MOVEMENT.

1/2RD RIDGE TILES
BEDDED IN MORTAR.
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ALL NEW WINDOWS _TO BE DOUBLE GLAZED UPVC

COLOUR: ANTHRACITE

TO COMPLY WITH APPROVED DOCUMENT L1,
(2002 EDITION). U-VALUE 1.8W/m?K.

WITH TRICKLE VENTS MIN. 8000 SQ.mm.
TO BE SUITABLY DRAUGHT—STRIPPED.

VENTS

LARCH SHIPLAP BOARDING

‘DANELAW’ TILE ROOF
VENTILATOR TYPE HDTV 15/1
(COLOUR ANTHRACITE)

m DIA. PVC WASTE PIPE

FRONT ELEVATION

EXTRACTOR FAN 3ACH/hr.
15 LITRES/SEC. DISCHARGE.
CONNECTED TO LIGHT SWITCH

WITH 15MIN. OVERRUN
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VENTS @ 2000mm CTS

n>u

REAR ELEVATION

TO EXISTING SITE CEPTIC

/ WORKTOPS AND
\ CUPBOARD UNITS

g
@
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OBSCURED GLASS
PROVIDE 4000mm?2
TRICKLE VENTS

110mm DIA. PVC SVP

TANK
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KITCHEN (29

ELEC. IMMERSION
TANK IJ®

LOUNGE A
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TO EXISTING SITE CEPTIC TANK

GROUND FLOOR PLAN

POSITION OF ALL EXISTING UTILITIES TO

114mm SQUARE LINE P.V.C. GUTTERING
ON 250 x 20mm PVC FACIA & SOFFIT

GL

65mm SQ.

P.V.C. RWP

J

\

END ELEVATION

FL

32mm X 300mm RIDGEBOARD

25mm WIDE CONTINUOUS
VENTILATION GAP WITH
INSECT MESH

VAPOUR CONTROL LAYER
TURNED UP BEHIND SKIRTING

BITUMINOUS COATING
FROM DPC TO 150mm
= BELOW SOIL LEVEL

"
N

DPC

NN -

N

600mm X 225mm FOUNDATIONS
TAKEN DOWN TO LOAD BEARING
STRATA. (TO SUIT SITE CONDITIONS)

BIN STORAGE

75mm X 50mm STUDDING
PLASTER FINISH

PROVIDE A MIN. OF 2 LIGHT FITTINGS
WHICH WILL ONLY TAKE LAMPS HAVING
A LUMINOUS EFFICIENCY GREATER
THAN 40 LUMENS PER CIRCUIT—
WATT.

15mm GYPROC SOUNDBLOCK
EITHER SIDE OF TIMBER STUDS
50mm x 75mm @ 600mm CRS.

ENLARGED SECTION THRO. ‘A-A’

BE CHECKED ON SITE BEFORE BUILDING

DPC BELOW LEVEL

OF WALL PLATE DPC
HONEYCOMB BUILT
SLEEPER WALLS

150mm MIN

SCALE: 1:50

/ 7N/mm? BLOCKS

440 x 150 x 250mm
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