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Block Walls with
cement render finish

timber doors with
paint finish

Slate roof finish

Water tables at
approx 4000mm
above ground level

ventilation louvre

Block Walls with
cement render finish

Section A-A as Proposed 1:50

Buffer tanks

Boiler plant (plus
necessary access
space above)

25 degree roof pitch
required for natural
slate

2100mm door required
for access into plant
room

Schedule of Finishes

Roof: Natural Slate

Gutters and downpipes: Cast iron gutters and downpipes painted
black

External Walls: Blockwork with painted cement render finish to match
main house

Doors: Framed, ledged and braced timber doors with a paint finish.

Boiler Flue: Twinwall steel flue in black

All dimensions to be checked on site.
Do not Scale from the drawing.
Any discrepancies to be reported to the Project
Surveyor before the commencement of any works.
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